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ISSUANCE DATE:   March 20, 2025 
 
RFP NO.: RFP NO. ASPA25.027 – For the Construction of HDPE Pipe Upgrade & 

Replacement – Phase 3 
 
SUBJECT:   Addendum No. 1 
 
The American Samoa Power Authority hereby issues Addendum No. 1 to amend Request for Proposals (RFP) 
requirements.  This addendum is issued pursuant to the conditions of the RFP documents and is hereby made part of 
the RFP.  The addendum serves to clarify, revise, and supersede information contained in the RFP.  The Offeror 
must acknowledge receipt of this addendum in the appropriate space provided in the Addendum Form.  Failure to do 
so may subject the Offeror to disqualification.  
 

1. This addendum contains responses received for this tender.  
  

Should you have any questions or need clarification, please call me at (684) 699-3057 or 
procurement@aspower.com. 
 
Sincerely, 

 

Renee Leotele Togafau 
Procurement Manager 
 
Please sign and date below to acknowledge receiving Addendum 1.  You may return this document via email at 
procurement@aspower.com, or the ASPA Procurement Office. 

 

ACKNOWLEDGEMENT OF RECEIVING ADDENDUM 1 

Received by       , this   day of _______________________ 2025. 

Company        Title       

Fax No.        Email Address      

 

 

American Samoa Power Authority 
P.O. Box PPB 

Pago Pago, American Samoa 96799 

Telephone: (684) 699-3057 

Email: procurement@aspower.com   

Website: www.aspower.com  

              

              

 



RFP NO. ASPA25.027 - Construction of HDPE Upgrade & Replacement Ph3
# Question Answer:

1
Please clarify if the additional item 1.10 - Asphalt 
restoration is part of the Cost U Less site, or is this a 
separate item?

This is for the Cost-U-Less and Aoloau sites. But, it is shown as 
an Alternative Bid Item. Should the bid prices seem unrealistic, 
ASPA will take care of this portion of the project.

2 For In-situ-concret, 3000 psi concrete.  Can you please 
identify the location for delivery purposes? Aoloau

3 Requesting a time extension of 2 weeks. No

4
In detail D11 of Aoloau 6" waterline, pipe connection to 
existing tank, can you please confirm the type of new 6" 
pipe connected to the tank?

Should all be DI flange connections.

5 On bid form attachment B for Aasu and Aoloau, the CYD 
for sidewalk and asphalt is missing.

Asphalt is covered under the Alternative Bid Item and concrete 
under Additonal Bid, Item #2.
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