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SPECIFICATIONS
1. CHAIN LINK FENCING:

(A) GENERAL.

UNLESS STATED OTHERWISE, ALL MATERIALS FOR CHAIN LINK FENCING AND GATES,
ABOVE AND BELOW GROUND, SHALL BE PVC COATED AS SPECIFIED IN THE CURRENT
ASTM F 668.

(B) POSTS

ALL POSTS SHALL BE OF SUFFICIENT LENGTH TO PROVIDE A 36—INCH MINIMUM SETTING
IN CONCRETE FOOTINGS, AT A DEPTH AND SPACING SPECIFIED ON THE PLANS. POSTS
SHALL BE SET AT A MINIMUM SPACING OF 10’ 0.C. POSTS SHALL BE IN PROPER

ALIGNMENT SO THAT THERE IS A MINIMUM OF 4” ON ALL SIDES OF THE POST. NO
MATERIAL SHALL BE INSTALLED ON THE POST NOR SHALL THE POST BE DISTURBED IN
ANY MANNER WITHIN 7 DAYS AFTER THE INDIVIDUAL POST FOOTING IS COMPLETED.
SHOULD ROCK BE ENCOUNTERED AT A DEPTH LESS THAN THE PLANNED FOOTING DEPTH

A HOLE 2" LARGER THAN GREATEST DIMENSION OF THE POST SHALL BE DRILLED TO A
DEPTH OF 12". NO EXTRA COMPENSATION SHALL BE MADE FOR ROCK EXCAVATION.

(1) ALL POSTS SHALL BE PVC COATED STEEL, 35 PERCENT MINIMUM CARBON CONTENT,
60,000 POUNDS PER SQUARE INCH MINIMUM TENSILE STRENGTH (SCHEDULE 40).

(2) LINE POSTS SHALL BE 2-3/8 INCH O.D. PIPE WEIGHING 3.65 POUNDS PER LINEAR
FOOT OR 2 INCH X 2—1/4 INCH H SECTION WEIGHING 4.10 POUNDS PER LINEAR FOOT
UNLESS OTHERWISE SPECIFIED ON DRAWINGS.

(3) END, CORNER AND PULL POSTS SHALL BE 2—7/8 INCH 0.D. PIPE WEIGHING 5.79
POUNDS PER LINEAR FOOT UNLESS OTHERWISE SPECIFIED ON DRAWINGS.

(4) GATE POSTS. FOR SINGLE GATE OR ONE LEAF OF DOUBLE GATES:

(AA) UP TO 6 FEET WIDE. 3 INCH O.D. PIPE WEIGHT 5.79 POUNDS PER LINEAR FOOT
UNLESS OTHERWISE SPECIFIED ON DRAWINGS.

(AB) 6 FEET TO 15 FEET WIDE. 4 O.D. PIPE WEIGHING 9.11 POUND PER LINEAR FOOT.

(5) POST TOPS. TUBULAR POST TOPS DESIGNED TO PREVENT MOISTURE FROM ENTERING

POSTS AND TO SUPPORT TOP RAIL.

(C) TOP RAILS.
(1) 1=1/2 INCH I.D. PVC COATED STEEL PIPE WEIGHING 2.27 POUNDS PER LINEAR FOOT.

(2) PROVIDED WITH PVC COATED, OUTSIDE SLEEVE, SELF—CENTERING 7—INCH LONG
COUPLINGS APPROXIMATELY EVERY 20 FEET.

(D) HORIZONTAL BRACES.

(1) BRACES SHALL BE 1—1/2 INCH I.D. PVC COATED STEEL PIPE WEIGHING 2.27 POUNDS

PER LINEAR FOOT WITH PLAIN ENDS.
(E) DIAGONAL BRACES.

(1) DIAGONAL BRACES SHALL BE 3/8 0.D. INCH DIAMETER GALVANIZED STEEL RODS OR
AS SPECIFIED ON DRAWING.

(2) DIAGONAL BRACES SHALL BE PROVIDED WITH HEAVY GALVANIZED
IRON TURNBUCKLES TO ADJUST THE TENSION.

(F) FENCE FABRIC.

(1) WIRE. 9 GAUGE GALVANIZED STEEL WIRE, OF MEDIUM HIGH CARBON
QUALITY, MINIMUM TENSILE STRENGTH OF 70,000 POUNDS PER SQUARE
INCH, INTERWOVEN INTO 2 INCH DIAMOND MESH.

(2) FABRIC. 72 INCHES WIDE, SELVAGE SHALL BE KNUCKLED AT
BOTTOM AND TWISTED AND BARBED AT TOP.

(G) BARBED WIRE

GALVANIZED BARBED WIRE SHALL BE 10 GAUGE WITH 10 GAUGE BARBS.
ALL BARBS SHALL BE 4 POINTS AND SPACING OF BARBS SHALL BE 4
TO 6 INCHES.

(H) FABRIC CONNECTIONS AND INSTALLATION.

(1) TERMINAL POST SHALL BE FASTENED BY 3/16 INCH X 3/4 INCH
STAINLESS STEEL STRECHER BARS WITH 11 GAUGE STAINLESS STEEL OR
ALUMINUM BANDS UNLESS OTHERWISE SPECIFIED ON DRAWINGS.

(2) ALL LINE POSTS SHALL BE FASTENED WITH 9 STAINLESS STEEL
OR ALUMINUM WIRE CLIPS WIRE CLIPS UNLESS OTHERWISE SPECIFIED
ON DRAWINGS.

(3) ALL TOP RAILS SHALL BE FASTENED WITH 9 GAGE STAINLESS
STEEL OR ALUMINUM TIE WIRES

(4) THE BOTTOM EDGE OF THE FABRIC SHALL BE FASTENED BY 1/8
INCH PVC GALVANIZED TENSION BARS WITH 11 GAGE STAINLESS STEEL
OR ALUMINUM BANDS UNLESS OTHERWISE SPECIFIED ON DRAWINGS.

(5) THE FENCE SHALL GENERALLY FOLLOW THE CONTOUR OF THE
GROUND, WITH THE BOTTOM OF THE FENCE NO MORE THAN 2” FROM
GROUND SURFACE. AT LOCATIONS OF SMALL NATURAL SWALES AND
WHERE IT IS NOT PRACTICAL TO HAVE THE FENCE CONFORM TO THE
GENERAL CONTOUR OF GROUND SURFACE, LONGER POST MAY BE USED
AND MULTIPLE STRANDS OF BARBED WIRE STRETCHED THEREON TO
SPAN THE OPENING BELOW FENCE. VERTICAL CLEARANCE BETWEEN
STRANDS OF BARBED WIRE SHALL BE 4” OR LESS.

(1) CONCRETE.

CONCRETE SHALL BE OF A COMMERCIAL GRADE WITH A MIN 28—DAY
COMPRESSION ~ STRENGTH OF 2500PSI. ALL CONCRETE SHALL BE
PLACED AGAINST SOLID, UNDISTURBED  OR RE—COMPACTED 95% FILL
MATERIALS. ALL AGGREGATES SHALL COMPLY WITH LATEST ACI
REQUIREMENTS. CEMENT SHALL BE TYPE Il PORTLAND. CONCRETE MIX
DESIGN (PROPORTION) SHALL BE SUBMITTED TO ASPA FOR APPROVAL
PRIOR TO ANY CONCRETE PLACEMENT.
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SPECIFICATIONS 1. CHAIN LINK FENCING:  (A) GENERAL.  UNLESS STATED OTHERWISE, ALL MATERIALS FOR CHAIN LINK FENCING AND GATES, ABOVE AND BELOW GROUND, SHALL BE PVC COATED AS SPECIFIED IN THE CURRENT ASTM F 668.  (B) POSTS  ALL POSTS SHALL BE OF SUFFICIENT LENGTH TO PROVIDE A 36-INCH MINIMUM SETTING IN CONCRETE FOOTINGS, AT A DEPTH AND SPACING SPECIFIED ON THE PLANS. POSTS SHALL BE SET AT A MINIMUM SPACING OF 10' O.C. POSTS SHALL BE IN PROPER ALIGNMENT SO THAT THERE IS A MINIMUM OF 4" ON ALL SIDES OF THE POST. NO MATERIAL SHALL BE INSTALLED ON THE POST NOR SHALL THE POST BE DISTURBED IN ANY MANNER WITHIN 7 DAYS AFTER THE INDIVIDUAL POST FOOTING IS COMPLETED. SHOULD ROCK BE ENCOUNTERED AT A DEPTH LESS THAN THE PLANNED FOOTING DEPTH A HOLE 2" LARGER THAN GREATEST DIMENSION OF THE POST SHALL BE DRILLED TO A DEPTH OF 12". NO EXTRA COMPENSATION SHALL BE MADE FOR ROCK EXCAVATION.  (1) ALL POSTS SHALL BE PVC COATED STEEL, 35 PERCENT MINIMUM CARBON CONTENT, 60,000 POUNDS PER SQUARE INCH MINIMUM TENSILE STRENGTH (SCHEDULE 40).  (2) LINE POSTS SHALL BE 2-3/8 INCH O.D. PIPE WEIGHING 3.65 POUNDS PER LINEAR FOOT OR 2 INCH X 2-1/4 INCH H SECTION WEIGHING 4.10 POUNDS PER LINEAR FOOT UNLESS OTHERWISE SPECIFIED ON DRAWINGS.  (3) END, CORNER AND PULL POSTS SHALL BE 2-7/8 INCH O.D. PIPE WEIGHING 5.79 POUNDS PER LINEAR FOOT UNLESS OTHERWISE SPECIFIED ON DRAWINGS.  (4) GATE POSTS. FOR SINGLE GATE OR ONE LEAF OF DOUBLE GATES:  (AA) UP TO 6 FEET WIDE. 3 INCH O.D. PIPE WEIGHT 5.79 POUNDS PER LINEAR FOOT UNLESS OTHERWISE SPECIFIED ON DRAWINGS.  (AB) 6 FEET TO 15 FEET WIDE. 4 O.D. PIPE WEIGHING 9.11 POUND PER LINEAR FOOT.  (5) POST TOPS. TUBULAR POST TOPS DESIGNED TO PREVENT MOISTURE FROM ENTERING POSTS AND TO SUPPORT TOP RAIL. (C) TOP RAILS. (1) 1-1/2 INCH I.D. PVC COATED STEEL PIPE WEIGHING 2.27 POUNDS PER LINEAR FOOT.  (2) PROVIDED WITH PVC COATED, OUTSIDE SLEEVE, SELF-CENTERING 7-INCH LONG COUPLINGS APPROXIMATELY EVERY 20 FEET.  (D) HORIZONTAL BRACES.  (1) BRACES SHALL BE 1-1/2 INCH I.D. PVC COATED STEEL PIPE WEIGHING 2.27 POUNDS PER LINEAR FOOT WITH PLAIN ENDS.  (E) DIAGONAL BRACES.  (1) DIAGONAL BRACES SHALL BE 3/8 O.D. INCH DIAMETER GALVANIZED STEEL RODS OR AS SPECIFIED ON DRAWING. 
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(2) DIAGONAL BRACES SHALL BE PROVIDED WITH HEAVY GALVANIZED DIAGONAL BRACES SHALL BE PROVIDED WITH HEAVY GALVANIZED IRON TURNBUCKLES TO ADJUST THE TENSION. (F) FENCE FABRIC.  (1) WIRE. 9 GAUGE GALVANIZED STEEL WIRE, OF MEDIUM HIGH CARBON QUALITY, MINIMUM TENSILE STRENGTH OF 70,000 POUNDS PER SQUARE INCH, INTERWOVEN INTO 2 INCH DIAMOND MESH.  (2) FABRIC. 72 INCHES WIDE, SELVAGE SHALL BE KNUCKLED AT BOTTOM AND TWISTED AND BARBED AT TOP.  (G) BARBED WIRE  GALVANIZED BARBED WIRE SHALL BE 10 GAUGE WITH 10 GAUGE BARBS. ALL BARBS  SHALL BE 4 POINTS AND SPACING OF BARBS SHALL BE 4 TO 6 INCHES.   (H) FABRIC CONNECTIONS AND INSTALLATION.  (1) TERMINAL POST SHALL BE FASTENED BY 3/16 INCH X 3/4 INCH STAINLESS STEEL STRECHER BARS WITH 11 GAUGE STAINLESS STEEL OR ALUMINUM BANDS UNLESS OTHERWISE SPECIFIED ON DRAWINGS.    (2) ALL LINE POSTS SHALL BE FASTENED WITH 9 STAINLESS STEEL OR ALUMINUM WIRE CLIPS  WIRE CLIPS  UNLESS OTHERWISE SPECIFIED ON DRAWINGS.   (3) ALL TOP RAILS SHALL BE FASTENED WITH 9 GAGE STAINLESS STEEL OR ALUMINUM TIE WIRES    (4) THE BOTTOM EDGE OF THE FABRIC SHALL BE FASTENED BY 1/8 INCH PVC  GALVANIZED TENSION BARS WITH 11 GAGE STAINLESS STEEL OR ALUMINUM BANDS  UNLESS OTHERWISE SPECIFIED ON DRAWINGS.   (5) THE FENCE SHALL GENERALLY FOLLOW THE CONTOUR OF THE GROUND, WITH THE  BOTTOM OF THE FENCE NO MORE THAN 2" FROM GROUND SURFACE.  AT LOCATIONS OF  SMALL NATURAL SWALES AND WHERE IT IS NOT PRACTICAL TO HAVE THE FENCE  CONFORM TO THE GENERAL CONTOUR OF GROUND SURFACE, LONGER POST MAY BE USED  AND MULTIPLE STRANDS OF BARBED WIRE STRETCHED THEREON TO SPAN THE OPENING  BELOW FENCE.  VERTICAL CLEARANCE BETWEEN STRANDS OF BARBED WIRE SHALL BE  4" OR LESS.   (I) CONCRETE.    CONCRETE SHALL BE OF A COMMERCIAL GRADE WITH A MIN 28-DAY  COMPRESSION    STRENGTH OF 2500PSI. ALL CONCRETE SHALL BE PLACED AGAINST SOLID, UNDISTURBED   OR RE-COMPACTED 95% FILL MATERIALS. ALL AGGREGATES SHALL COMPLY WITH LATEST ACI REQUIREMENTS. CEMENT SHALL BE TYPE II PORTLAND. CONCRETE MIX DESIGN (PROPORTION) SHALL BE SUBMITTED TO ASPA FOR APPROVAL PRIOR TO ANY CONCRETE PLACEMENT.
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